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) a 1. TANKS: REFER TO DEQ APPROVED
. PRODUCTS LIST
2. PUMPS:
<. MAKE MODEL MAXIMUM TDH
. . - R P2 ‘ o S MYERS MWS50 35—-0"
e g .- S0 PR MYERS MWTOO 6—0"
MYERS MWT50 57-0"
MYERS WHR5-DS 23 -0"
SEPTIC TANK EFFLUENT PUMP INSTALLATION MYERS | WHR7=DS 260"
MYERS WHRTO-DS 32°-0"
AURORA SHEF33 340"
AURORA SHEFS50 620"
AURORA SHEFT00 90'-0"
ORENCO PFTOTO 250-0"
ORENCO PFT1007 225-0"
ORENCO PFT005 170=0"
ORENCO PFT005 fc 90-0"

3. CONTROL/ALARM PANEL

NOTE:

ORENCO MODEL S1—ETM.CT (115 VOLT AC)
ORENCO MODEL S2—ETM.CT (230 VOLT AC

INSTALL CONTROL BOX WITH POWER

SHUTOFF SWITCH WITHIN +/— 10 FEET OF TANk




